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STAFF PROPOSED APPROXIMATELY
1,410 FEET OF 16-INCH WATER LINE

STAFF PROPOSED APPROXIMATELY
540 FEET OF 16-INCH WATER LINE

STAFF PROPOSED REPLACE
THIS 455 FOOT SECTION OF EXISTING
6-INCH WATER LINE WITH
PROPOSED 16-INCH WATER LINE
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STAFF PROPOSED APPROXIMATELY
1,410 FEET OF 16-INCH WATER LINE

STAFF PROPOSED APPROXIMATELY
540 FEET OF 16-INCH WATER LINE

STAFF PROPOSED REPLACE
THIS 455 FOOT SECTION OF EXISTING
6-INCH WATER LINE WITH
PROPOSED 16-INCH WATER LINE
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W. S.E.R. Name: Tejas Plaza
W. S.E.R. Number: 2519

Utility Development Services Plotted 09/26/2006

Subject Tract
City Limits

#

##

#

350 0 350175 Feet

Limited-Purpose
City Limits

West Lake Hills ETJ

PORTION OF EXISTING 16-INCH
SOUTH WATER PRESSURE ZONE
WATER LINE TO BE CONVERTED
TO A 970' WATER PRESSURE
ZONE WATER LINE

#

City of Austin
"Loop 360 Pump Station"#

                             South Water Pressure Zone Water Lines
                             South Boosted Water Pressure Zone Water Lines

STAFF PROPOSED APPROXIMATELY
100 FET OF 16-INCH WATER LINE

#


