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STAFF PROPOSED CONNECTION 
TO EXISTING 12-INCH WATER LINE 
FOR DOMESTIC SERVICE AND
DOMESTIC FIRE SPRINKLER SYSTEM
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STAFF PROPOSED CONNECTION 
TO EXISTING 12-INCH WATER LINE 
FOR DOMESTIC SERVICE AND
DOMESTIC FIRE SPRINKLER SYSTEM
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W. S.E.R. Name: Austin Seventy One
W. S.E.R. Number: 2998
Utility Development Services Plotted 12/30/2011

0 400 800 1,200200 Feet Subject Tract
Limited-Purpose City Limit
2-Mile ETJ

EXISTING WATER LINE NOT 
SUITABLE AND SUFFICIENT FOR 
FIRE PROTECTION. THE CITY OF 
AUSTIN WILL NOT PROVIDE FIRE 
PROTECTION OR HAVE ADEQUATE 
FIRE FLOW THAT MEETS CITY OF 
AUSTIN CRITERIA. SUBJECT TRACT 
IS WITHIN TRAVIS COUNTY ESD 
NO. 3 FIRE PROTECTION AREA.


